
MACTEC
engineering and constructing a beller 101110'10."

Daily Engineering Control Vet'iflcatiol1 Sampling
Cell eral Se rvices Ad mi 11istratioll

Department of the Interior Modernization Program
1849 C Street NW, Washington, DC

Week ending: 8/30/2007

Notc 1: TVOC == Total VoJatile Organic Compounds. which is the lOtal concentration of any volatile organic compounds

that may be present. Volatile organic compounds arc organic chemicals that have a high vapor pressure and easily form
vapors at norma1 temperature. While there is currcntly no Permissible Exposure Limit (PEL) for TVOCs. an action Jcvcl
of 1._~parts per million (ppm) has been established for this project based on best available research.

Note 2: OSHA Total and Respirable Particulate PE1. = 15.0 l11illif,'rams per cubic meter of air (mg/Il1") for total
particulates, 5.0 mgimJ for respirable particulates.

Friday: 8/24/2007

TotalTVOeFloor
LocationTimcParticulates Commcllts

(mg/mJ)

(prill)

7

Along main corridor bd\\"e.:n barricadcs14210.0070.0Passed smoke test for negative air pressure at doors

6

Along main corridor between balTicadt'S14240.0030.0

5

Along l11a1l1corridor betwecn ban·ic'ldes14260.0030.0

4

,\Iong main corridor between barricadc'S14270.0030.0

3

Along main corridor bc:twccn barricades14320.0020.0

2

Along main corridor between barricadc'S14360.0040.0

1

Along main corridor between barricadc'S14380.0020.0Passed smoke lest for ncgalivc air pressure at doors

B

Along main eOITidorbetwecn barnc:J<ks14390.0030.0

2

Wing 3 I'm 2340-2357 14350.0040.0

7

Wing 35nn 7510-7531 14200.0030.0

Monday: 8/27/2007

TotalTVOCFlool"
LocationTimcParticulates COIIJTIICII ts

(rug/mJ)

(ppm)
-7

Along main cOl1'idorbetwecn b:Jrricades12320.0070.0Passed smoke test ror negative air pressure at doors

6

Along main con'idorlx:lween barricadc.s12340.0010.0

5

Along main corridor betwecn bal1'icadcs12400.0010.0

4

Along main cOlTidorbctwecn bal1'icades12440.0010.0
-3

Along main corridor betwecn barricades12470.0020.0

2

Ak)t1!1m~il1corridor betwecn balTicades12490.0020.0

I
Along main corridor between barric:ldcs12530.0030.0Passed smoke test for negativc :111' pressurc at doors

B

Along main corridor between barricades125'10.0030.0-- Wing 3 /mlll 6310-6331

..

6 12360.0020.0
-

-
5

Wing 5 r(»1115538-5562 12410.001(J.O
.•.
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Tucj(lay: 811812007

-~\I(}ng main nJrI'llJor bCI\\'e~n ban-icatles

TVOC
(ppm)

Floor' I Location

7 I ,\Io,,~ "''''" e"rridor betwc:n harricades61 AI,'''g m:lin conidur bclwc~n barricades

Along main corntlnr bCI\\e~n balTi~'adcs

4

~l~'~;~-;II eOITidor hClwc:n baTTicades

2 I :\Iong 111;l1ncorridor bCI\\'e:n banicades

I A hmg l11"In corndor helwe:n barricades

B Along I1COIIcorridor bctwc:n barricades

4 I Wmg 5 RWI11 4508·4531

') I Wll1g 5 Rool11 2505·2531

Timc

125R

1259

\301

1303

130()

l30S

1312

1314

1305

1309

Totnl
Particulates

3
{m~/!!.!.J .o_

0.064 j 0_0 I
____ mm m .-1
0.034 0.0 I
0.042 0.0

0.064 0.0

(J.{)26 0.0

OJ)4:, 0.0

0.200 0_0

0.200 0_0
______ • m_._. __ ._

0.024 0.0

0.037 0.0

COIIJI!ICII ts

p:~ssed smoke les! for ne~pti\'e al..•.pressure :':~.OlJ~~-~__j

Passed smoke lest for negJtivc air pressurc ut dOlHS

Wcdncsday: 8/2912007

TotalTVOC1"1001' I LocationI TimeI Particulates
(ppm)(mg/m3)

7

,\long mah con-idol' bctwccn barricades 14000.064
n.o

(,

:\Iong 11101:1corridor bctwL'Cn barricadcs 14030.0780.0

5

,\long m"i:l con-idol' betwccn barricades 14050.032
0.0--- :\Iong nmin corridor bClwt~n balTicad~s 14070_04 0.042L--_ " Along moh con-idol' between barricndes 14090.034
0.0.)

2

:\Iong main conidor bctwL'Cn balTjcadc~ 14120.06\0.0

1

,\Iong main corridor bctwL'C11 h'lITicad~s 14140.1510.0

B

Along I1mh conidor between halT;eades 14180.476
0.0

3

Wing 3 roOI1l 3339·3361 14100.0420.0

1

Wing 31 1'0011113~O-1366 14160.0580.0

Thursday: 8/30;2007
Commcnts

Passcd smoke test for negalive air pressure at doors

Passed smoke test for negalivc air pressurc at doors

13~S_I

~__._1'\ long l11ah cOITidor b<:t\\'c'Cn barne3dcs J 4 1 1

B i\long l11a;-l corridor betwr:en barricades 1413

1355

5 ."Iong mah cOiTidor bC{\\,(.'C1Ibarricades
I -1--,----,..----,-,..-:--------4'- Along mail corridor between barricad",

3 AlolOg l11ail corridor bctwc'Cn barricades

Floor I Location

O_C)·-]

I

0.050

0.042

Total
TVOCParticulates IComments

(mg/m3)

(ppm)

0.059

0.0I Passed smoke test for negative air pressure at doors

0.049

0.0
--

0_030 0.0

~ 0.031
I~

~ 0.0

0.279 .__ ~)~.~_---"rPtlSScdsmoke test for negative air pressure at doors

--

0.063

I0.0

1348

1357

1351

1400

1401

1403

Time

,\Iong mah eorritlm hel\\'c'Cn barricades2

6

7 ,\Iong I1Ulil corridor between barricades

6 Along l11ah cOiTidor be[ween barricades

,
t
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Follow-Up Sampling in Areas with Results Aboye Established Action Levels

Retest

Total
TVOCFloor Location P:u·ticlliatesCommentsTime J(ppm)

(mg/m )
j N;:\

'~~'-"""

-. -'. _ .. ,~._.-

I
1

J

---

Additional Comments

Date
Floor Comments

Floor 7 - 0.6 ppm

Floor M - 0.3 ppmFloor 4 - 0.0 ppm

8/29

S tail'
Floor 6 - 0.4 ppmFloor 5 - O. I ppm

52
*Approximately 2: 15 pm - Jacobs Engineering looked into source (determined to be orange

-

floor cleaner) and rcmcdiated - results below action level

/7& .jp pi "G(:{1..fi- y ·V!t~
Christopher P. Williams, CIH
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